PORTLAND CEMENT CONCRETE COLLAR

ELEVATION VIEW
NO SCALE

TWO #4 HOOP BARS

TWO #4 HOOP BARS

3" MIN. CLEAR

3" MIN. CLEAR

FINISH SMOOTH WITH MORTAR

CUT PIPE END AS REQUIRED

FLOW

12" MIN.

6" MIN.

SECTION A-A
NO SCALE

NOTES:

1. PIPE COLLAR MAY BE USED ONLY WITH WRITTEN APPROVAL OF THE CITY ENGINEER.

2. PIPE COLLAR MAY BE USED IN JOINING PIPES WITH INCOMPATIBLE (NON-MATING) JOINTS, WHERE: D2 ≥ D1 AND D2 ≤ (D1 + 3').

3. PIPE COLLAR DOES NOT HAVE TO BE FINISHED IF COVERED, BUT MUST HAVE A MINIMUM OF 6" OF CONCRETE AROUND JOINT.